
 

Emergency Stop Switch 
 (Mounted in Rain tight Enclosure) 

 

Panel Mount, Metal Emergency Stop Switch with Standard Pull-to-Release 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Installation Recommendations 

1. Mount in Clearly Visible location within 20 feet of Fire Feature 

2. Include Clearly Visible labeling above or below Switch 

3. Recommended the Emergency Stop be located on the 120 Volt AC side of the transformer 


